Installation Instructions

Model TS01 Temperature Sensor

Install TS01 Temperature Sensor to detect heating or cooling mode when using the T200WL01 Wireless Thermostat to control airflow.

- Remove plug in damper and insert bushing.
- Slide TS01 Temperature Sensor about halfway into bushing.
- Connect these terminals to the TS and GND terminals on the A80-WL Actuator.

Made in USA

www.alanmfg.com

3927 E. Lincoln Way, Wooster, OH 44691 800-435-2526 Fax 877-333-2526